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RESUMO
O consumo de energia de data centers cresce à taxas alarmantes em todo o mundo, ao
passo que sistemas de refrigeração são responsáveis por cerca de 40% da demanda elétrica
destas edificações. Neste contexto, o resfriamento natural (free cooling) surge como uma
solução eficaz a fim de reduzir o consumo de energia nestas instalações. Este trabalho
propõe critérios para avaliar o potencial de resfriamento natural para data centers no
Brasil, considerando economizadores à ar e à água, baseando-se em revisões da literatura
e nos limites térmicos de operação propostos pelas normas da ASHRAE. Os critérios pro-
postos foram aplicados à quatorze importantes cidades brasileiras, representando todas
as regiões do país, por meio do uso de arquivos do Ano Climático de Referência destas
cidades. Os resultados mostraram que cidades como Curitiba, São Paulo, Porto Alegre
e Brasília possuem potencial para operar tanto com economizadores à ar como à água
por mais de 3000 horas em um ano, mesmo considerando limites térmicos conservadores
para a operação de um data center. Cidades das regiões Norte e Nordeste do país so-
mente apresentaram potencial para operar em resfriamento natural quando considerados
limites de operação mais flexíveis. Resultados apontaram que economizadores indiretos
possuem um potencial maior no Brasil, considerando os atuais limites recomendados
pela ASHRAE, devido ao alto nível de umidade das cidades estudadas. Por fim, um
panorama geral foi fornecido sobre os principais tipos de economizadores à ar e à água
para data centers, apresentando vantagens e desvantagens sobre suas aplicações e seus
desempenhos.
Palavras-chave: Data center; Resfriamento natural; Economizadores à ar; Economizadores
à água; Potencial de resfriamento natural em cidades brasileiras.
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ABSTRACT
Data centers energy consumption has been increasing in alarming rates all around the
world, and the refrigeration system is responsible for about 40% of the building electricity
demand. In this context, free cooling appears as an effective solution to achieve energy
savings in these facilities. The present work proposed criteria to assess the free cooling
potential for data centers in Brazil considering airside and waterside economizers based
on literature review and on ASHRAE thermal guidelines operating limits. The proposed
criteria were applied to fourteen Brazilian key cities, which represented all of the country
regions, with the aid of the cities Test Reference Year weather data. Results showed that
cities such as Curitiba, São Paulo, Porto Alegre and Brasília have potential to operate in
both airside and waterside economizers mode for more than 3000 hours in a year, even
considering conservative data center thermal operating limits. Cities from the North
and Northeast region of the country only presented potential to operate in free cooling
while considering more flexible operating limits. It was shown that indirect economizers
have a higher potential in Brazil, considering the current data center operating limits
recommended by ASHRAE, due to the cities high humidity levels. Finally, an overview of
the main types of airside and waterside economizers was provided, presenting advantages
and disadvantages regarding their application and performance.
Keywords: Data center; Free cooling; Airside economizer; Waterside economizer; Free
cooling potential in brazilian cities.
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Data centers (DCs) are dedicated facilities whose primary function is to house
computer servers and provide data services. In these facilities, thermal dissipation can
reach heat densities up to 100 times higher than the ones from regular office rooms
[Capozzoli et al., 2014; Oró et al., 2015a]. Reliability and availability are paramount
for DCs since many companies rely heavily on a proper and uninterrupted data center
operation all year round [Capozzoli et al., 2014; Johnson and Marker, 2009].
Digital information has been experiencing massive growth in the last decade, and
data centers are the core infrastructure to support this trend [Rong et al., 2016]. Many
countries are having rapid expansions in both the number and size of these facilities to
meet their demands for internet, cloud computing services [Ni and Bai, 2017] and, more
recently, to cryptocurrency mining [Rareshide, 2019]. Hence, DC financial and energetic
impacts have been drawing a lot of attention worldwide.
The DC market has been increasing at accelerated rates. According to Statista,
2019b, spending on DC systems worldwide has grown from US$ 140 billion in 2012 to
US$ 202 billion in 2018, and it is expected to reach US$ 210 billion in 2019. Within
the DC market, stands out the colocation sector. A colocation is a special data center
facility that rents infrastructure for customers to host their servers and other computing
hardware [Rouse et al., 2019]. This sector has been growing even faster than the average
DC market. The colocation market should reach revenue of US$ 48 billion in 2021
[Statista, 2019a].
The colocation market spread has been contributing to the segmentation of DC
facilities worldwide [Shende, 2015]. Partly driven by this, the Latin America DC mar-
ket generated a turnover of US$ 2.87 billion in 2017, and Brazil was responsible for
47.6% of this amount, which is expected to reach US$ 4.37 billion until 2021 [EXAME,
2018]. Some local environmental characteristics are desired to compete at a world scale,
such as cheap electricity cost, cold climate and low-cost real estate. However, these
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characteristics are worthless unless applied to high-level energy performance systems.
With respect to the energetic consequences of data centers, it is fair to say that
their energy consumption has been increasing in alarming rates all around the world.
Between 2000 and 2005 this value has doubled, from 2005 to 2010 it increased another
56%, even though the world was facing an economic crisis [Zhang et al., 2014]. DCs were
responsible for about 1.5% of worldwide electricity consumption in 2011, and an annual
increase of 15-20% is expected in the near future [Amoabeng and Choi, 2016].
Furthermore, there is also a major concern regarding data centers CO2 emissions.
According to Amoabeng and Choi, 2016; Avgerinou et al., 2017, it is estimated that 2%
of the global CO2 is a result of energy usage in DCs. This value is expected to increase at
a 6% annual rate, and account for 12% of worldwide emissions by 2020. In this context,
the DC energy performance has also become an important factor.
As a result of all these factors, the trend in the IT and DC industries is to seek a
high-level of reliability and availability followed by a reduction in energy consumption.
As Figure 1.1 shows, the main responsible for energy consumption in data centers are
the servers and the refrigeration system, each of them accounting for about 40% of the
entire facility consumption [Rong et al., 2016].
Figure 1.1 – Energy consumption distribution of Data Centers [Rong et al., 2016].
From this perspective, The Green Grid, 2007 have proposed the Power Usage Ef-
fectiveness (PUE) index, which is acknowledged as the most accepted metric to describe
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DC energy efficiency. PUE is defined as the ratio of the total amount of energy used by
an entire data center facility to the energy demanded only by the computing equipment





PUE is always a value higher than 1. PUE = 1 represents the hypothetical
situation that the energy consumption from all non-computing devices of a data center
facility; such as lighting, power supply, communication and cooling systems; would be
zero. Table 1.1 presents two different rating systems for this metric [Amoabeng and
Choi, 2016].
Table 1.1 – PUE ratings [Adapted from The Green Grid, 2007; EPA, 2019].
PUE Green Grid rating system PUE EPA rating system
2.5 Inefficient 1.9 Current Trends
2.0 Average 1.7 Improved Operation
1.5 Efficient 1.3 Best Practice
1.2 Very Efficient 1.2 State of the Art
Therefore, one can state that a high-level energy performance in a DC is equiv-
alent to reach low PUE values, ideally close to 1.2. Considering Figure 1.1 and Equa-
tion 1.1, it is possible to conclude that reducing the energy consumption of the cooling
system is the key factor to achieve a low PUE value and improve a data center facility
in both: energetic and financial aspects.
1.2 Cooling systems in data centers
IT equipment demand continuous heat rejection in order to respect their temper-
ature and humidity operating thresholds, which makes cooling systems necessary for a
reliable operation of a DC facility. On the other hand, DC cooling systems represent
about 40% of the entire facility energy consumption (Figure 1.1), turning these systems
the main target for energy efficiency strategies.
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Mechanical cooling systems based on vapor compression cycles are convention-
ally used in DCs. They can operate with fluid direct expansion (DX) or chilled water as
shown in Figure 1.2. These units are named as computer room air conditioner (CRAC)
and computer room air handler (CRAH). Both systems monitor and maintain the tem-
perature, air distribution and humidity in a DC within desired limits [Nadjahi et al.,
2018].
Figure 1.2 – Comparison between systems based on CRAC and CRAH units [DC
Huddle, 2019].
CRAC units demand low investment and maintenance and are often used in small
DCs, limited to 200 kW of IT power. CRAH units are more suited to big DCs, with
more than 200 kW of IT power [Amoabeng and Choi, 2016]. Both CRAC and CRAH
are mechanical cooling systems designed to operate all year round, which makes the
refrigerant compressor consumes substantial amounts of energy.
1.3 Energy efficiency in data centers
Much research has been done lately on technologies to reduce the cooling sys-
tems energy consumption in data centers. In this regard, The American Society of
Heating, Refrigerating and Air-Conditioning Engineers (ASHRAE) Technical Commit-
tee (TC) 9.9 has been identifying, proposing, funding and publishing research projects
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about data center operation and, mainly, its cooling system performance and energy
efficiency techniques [ASHRAE, 2019]. Their research, often made in association with
IT equipment manufacturers, results on standards and guidelines for good practices.
Some of the most important thermal and airflow management techniques recommended
by ASHRAE TC 9.9 are presented in this section.
1.3.1 Airflow management
Airflow distribution inside a DC is essential to allow for an adequate heat dissi-
pation around the servers. In this context, two non-exclusive configurations stand out:
the raised floor and the hot and cold aisles [Amoabeng and Choi, 2016; Nadjahi et al.,
2018].
The raised floor is a construction model in which a higher floor is constructed
slightly above the original facility concrete slab floor creating an open space called
plenum. Inlet cold air provided either from the CRAC or CRAH unit flows through
the raised floor plenum vents to the IT equipment rack to remove the heat. Hot air is
then returned through the facility ceiling [Amoabeng and Choi, 2016].
Hot and cold aisles configuration is often used alongside the raised floor layout
as presented in Figure 1.3. Cold air is supplied in the raised floor plenum and flows to
the data center through perforated tiles. This cold air is then aspired by racks on the
front side, absorbs the heat generated by the IT equipment and, then, is expelled at the
rear of each rack [Nadjahi et al., 2018].
Both layouts provide advantages such as reducing equipment fan speeds (and con-
sequently its energy consumption), and extending the IT equipment life cycle. However,
air mixing from hot and cold aisles due to their high-level of stratification is an issue.
Some solutions for this problem have been proposed, such as the cold aisle containment
and the hot aisle containment as shown in Figure 1.4 [Nadjahi et al., 2018].
Modeling and optimization of these layouts and the airflow management in a data
center are object of intense research for several years in both: academia and industry.
Numerical modeling, reduced-order models and experimental studies are among the tools
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Figure 1.3 – Hot and cold aisles configuration with a raised floor [Nadjahi et al., 2018].
Figure 1.4 – Use of containment in data centers (a) cold aisle containment (b) hot aisle
containment [Nadjahi et al., 2018].
that can be used for that purpose [Bhalerao et al., 2016; Hong, 2008; Phan and Lin, 2014;
Rambo and Joshi, 2007; Kang et al., 2001; Wemhoff and Frank, 2010; Zavřel et al., 2015].
1.3.2 Cooling efficiency techniques
Liquid cooling, thermal energy storage (TES) systems and the free cooling stand
out as techniques to improve the DC cooling efficiency.
Liquid cooling consists in to bring water-based cooling fluid into direct contact
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with high heat generating electronic components improving the heat transfer efficiency
[Amoabeng and Choi, 2016]. The advantage of this technique is the reduction of the
thermal resistances between heat source and cold source allowing higher inlet tempera-
tures to the coolant [Zhang et al., 2018]. The liquid cooling is classified as direct when
attaching cold plate heat exchangers at the chip level, and it is considered indirect when
a liquid-cooled door is used providing rack-level cooling [Nadjahi et al., 2018].
The use of a thermal energy storage system is considered an effective strategy to
reduce the cooling energy consumption in data centers, especially when used in combina-
tion with free cooling. The TES system can store cold fluid from the environment when
the conditions are favorable and provide it when needed. It also improves the cooling
system reliability [Amoabeng and Choi, 2016]. TES systems in data center commonly
use water as the thermal storage material [Oró et al., 2015a].
The use of free cooling strategies is, nowadays, one of the most used cooling
efficiency techniques for data centers [Oró et al., 2015a]. It can be implemented alongside
almost all of the other techniques presented in this section. This technique becomes more
effective when the facility has a good layout and airflow distribution [ASHRAE TC 9.9,
2016]. According to The Green Grid, 2012, it is estimated that the use of free cooling
results in saving an average of 20% of money, energy and carbon emissions caused by
cooling when compared to DCs that do not use this technique. The following section
describes free cooling in detail.
1.4 Free cooling
Free cooling is a principle defined as the use of natural weather to cool an indoor
environment [Oró et al., 2015a]. When the outdoor temperature is sufficiently low com-
pared to the indoor operating temperature, it is possible to take advantage of this and
cool the data center indoor environment without mechanical cooling [Amoabeng and
Choi, 2016]. This compressor-less operation is commonly known as economizer cycle
[Zhang et al., 2014].
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Niemann et al., 2011 pointed out that an economizer is not an object, but a mode
of operation. The economizer modes differ from each other regarding mainly the way
the heat transfer is done. According to Oró et al., 2015b; Nadjahi et al., 2018, they can
be roughly divided into airside and waterside categories. The main types of economizer












Figure 1.5 – Classification of the main types of economizer modes according to
Amoabeng and Choi, 2016; Zhang et al., 2014.
Economizer types from the airside category cool the DC indoor environment air
using the outdoor air directly or indirectly with the aid of heat exchangers [ASHRAE
TC 9.9, 2016; Niemann et al., 2011], whereas waterside economizers use the outdoor
weather to cool some or all of the return water in a chilled water loop [Lui, 2010]. All of
the economizers types highlighted in Figure 1.5 are capable to reduce or eliminate the
need for mechanical cooling when the outdoor condition is favorable.
Free cooling can be used either on full economizer, i.e., without the compressor;
or in partial economizer as an auxiliary step to reduce the cooling load. Free cooling
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still relies on auxiliary power to drive system pumps and fans even working on full
economizer mode [Niemann et al., 2011]. However, air conditioning compressors are the
highest energy demanding device of a cooling system. Thus, significant energy savings
can be achieved whenever they are turned off [Amoabeng and Choi, 2016].
1.4.1 Free cooling potential
Free cooling is considered an effective solution for reducing the energy consump-
tion of cooling systems in data center when its operation is viable for a high number of
hours in a year. Thus, the free cooling potential is defined as the number of hours in
a year that the DC can be cooled without compressor work [Oró et al., 2015a; Malka-
mäki and Ovaska, 2012; Siriwardana et al., 2013]. The free cooling potential varies
significantly depending on local climate [Amoabeng and Choi, 2016].
In this context, free cooling potential assessments are studies that evaluate the
potential of a given city, region or country to cool environments without mechanical
cooling. This concept is also applied to human comfort, as reported by Bulut and
Aktacir, 2011, who compared dry-bulb temperatures retrieved from weather data of
Istanbul (Turkey) with different temperatures for residential comfort limits aiming to
evaluate the domestic free cooling potential in that city.
DC free cooling potential assessments were performed by Oró et al., 2015a; Malka-
mäki and Ovaska, 2012; Siriwardana et al., 2013; The Green Grid, 2009, 2012; among
others. However, there is a lack of these studies in Brazil and Latin America. Besides,
these studies are often made overly result-oriented, considering only the direct airside
type, for particular cases and under strict conditions that may easily change in the
future.
1.5 Thesis Objectives
Acknowledging the urge of energy savings in data centers, free cooling potential
studies have an important role in the development of this technique and, consequently,
in the increase of energy efficiency of these facilities. Motivated by the rising trend for
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energy efficiency in data centers, this work aims to develop criteria to estimate the DC
free cooling potential of Brazilian cities.
It is intended to assess the potential considering the two main categories of free
cooling: airside and waterside economizers. The criteria proposed in this work should
be general and flexible to keep its relevance in the future and to be suitable for different
DCs and regions in the country.
As specific objectives, the established criteria should be applied in Brazilian key
cities to assess their free cooling potential.
1.6 Thesis Outline
















Figure 1.6 – Thesis outline flowchart.
• Chapter 1 provides background information about data centers, their energy con-
sumption and trends for the future. It presents information about conventional
cooling systems and the most common energy efficiency techniques seen in the DC
industry nowadays. Concepts about free cooling and its potential assessments are
also presented. Finally, the objectives of the thesis are stated in Section 1.5.
• Chapter 2 provides detailed information about airside free cooling types for data
centers. It proposes criteria to estimate the airside free cooling potential in Brazil
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and, then, evaluate this number for 14 Brazilian key cities using their weather
data.
• Chapter 3 provides detailed information about waterside free cooling types for data
centers. It develops a methodology to establish criteria to estimate the waterside
free cooling potential. Then, it applies these criteria to estimate this potential for
14 Brazilian key cities.
• Chapter 4 provides an overview of the five main types of economizers in the airside
and waterside categories. A comparison is made qualitatively and quantitatively
with the aid of literature research and the results obtained in Chapters 2 and 3.
A bibliometric analysis of the references used in this study is presented in Ap-
pendix A.
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2 AIRSIDE FREE COOLING POTENTIAL ESTIMATION FOR DATA
CENTERS IN BRAZIL1
2.1 Introduction
Airside free cooling is an energy saving technique which makes use of the outdoor
air to cool data centers (DCs) indoor environment. DCs indoor and outdoor air condi-
tions are constantly monitored with the aid of sensors [Zhang et al., 2014]. When the
outdoor condition is appropriate, the cooling system works in the so-called economizer
or, in this case, airside economizer mode [Niemann et al., 2011]. In this mode of opera-
tion, outdoor air can either be drawn directly to cool the indoor environment or be used
indirectly, with the help of heat exchangers or thermal wheels [ASHRAE TC 9.9, 2016;
Niemann et al., 2011].
Airside free cooling is considered an effective solution for reducing the energy
consumption of cooling systems in data center when its operation is viable for a high
number of hours in a year, which is defined as free cooling potential [Oró et al., 2015a;
Malkamäki and Ovaska, 2012; Siriwardana et al., 2013]. The airside free cooling potential
varies significantly depending on local climate [Amoabeng and Choi, 2016].
DC free cooling potential assessments commonly focus on general direct airside
economizers. Siriwardana et al., 2013 investigated the potential of airside economizers
in DCs housed in 20 Australian cities, using weather data from 2000 to 2011. The cities
had their hourly dry-bulb temperature being compared with 15oC, which was set by
the authors as the maximum allowed temperature for the DC supplied air intake. The
results showed that Melbourne presented the highest free cooling potential from the
cities assessed allowing for direct airside economizers to be used for more than 5000 h
per year.
Similarly, The Green Grid, 2009 published the “Airside Free Cooling Maps” (Fig-
ure 2.1), evaluating the potential of direct airside economizers for DCs in Europe, North
America and Japan. These maps were updated in 2012 [The Green Grid, 2012] to take
1The content of this chapter was presented in the ENCIT 2018-17th Brazilian Congress of Thermal
Sciences and Engineering-November 25th-28th, 2018, under ID-0167
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into account newer and more relaxed operating ranges limits [ASHRAE TC 9.9, 2011].
Figure 2.1 – North America airside free cooling map made by The Green Grid, 2009.
These maps were made by comparing bin data collected from the WeatherBank
with maximum limits of dry-bulb and dew-point temperatures for data centers. The
Green Grid Airside Free Cooling Maps have become an important reference for DC
operators and researchers in this field, as it allows for a first estimate of the free cooling
performance in different regions.
In Brazil, works from Belizário, 2018; Driemeyer, 2016 modeled and assessed free
cooling systems as case studies, but there is still a lack of general free cooling potential
assessments in the country. The work presented in this chapter aimed to propose criteria
to estimate the free cooling potential of direct type airside economizers in Brazil. These
criteria were applied to 14 Brazilian key cities.
2.2 Airside economizer types
Zhang et al., 2014 classified airside economizers in direct and indirect types, while
ASHRAE TC 9.9, 2016; Niemann et al., 2011 differentiate architectures inside the indi-
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rect economizers such as heat exchanger and thermal wheel systems. For simplification,
this work uses the classification described by Zhang et al., 2014.
2.2.1 Direct airside economizer
In order to work in direct airside (or fresh air) economizers, DCs require control
systems with dampers and fans to change the operation of the facility from a compressor-
based cooling to a free cooling mode which brings fresh air to cool the IT equipment.
Outdoor air must be filtered prior to its admission into the DC [Zhang et al., 2014].
Typically, the outdoor air is drawn to the indoor environment without any air
conditioning or humidity control [ASHRAE TC 9.9, 2016]. Humidification or dehumid-
ification systems can be used to extend the economizer operation. However, a detailed
study should be carried out to verify the feasibility of these processes, because they can
increase the DC energy consumption if excessively used, as shown by Lee and Chen,
2013.
Figure 2.2 presents a typical direct airside economizer system. It is worth noticing
that some of the hot exhaust air could be mixed back with the cold outdoor air aiming to
maintain the humidity parameters of the supply air within the specified ranges [Niemann
et al., 2011].
Figure 2.2 – Typical direct airside economizer system [Niemann et al., 2011].
Although direct airside free cooling has the advantage to be a less complex system
which does not require pump, cooling towers or heat exchangers, there are some concerns
about this type of economizer that should be addressed [Zhang et al., 2014]. Much
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research has been done regarding the problems that could be caused to IT equipment
due to the indoor temperature and humidity disturbance, unwanted particulates and
gaseous contaminants which are consequences of the direct airside free cooling [Gao
et al., 2015; Hydeman and Swenson, 2010; Intel, 2012; Wan et al., 2013]. These concerns
are being addressed by IT manufacturers who are constantly improving their products
aiming to increase the temperature and humidity operating ranges and, consequently,
provide equipment which are more suitable to be cooled by free cooling.
2.2.2 Indirect airside economizer
Indirect airside economizers use air to air heat exchangers to transfer indoor heat
to the outside aiming to reduce the disturbance in the DC environment [Zhang et al.,
2014] as shown in Figure 2.3.
Figure 2.3 – Typical indirect airside economizer system [Niemann et al., 2011].
The additional heat transfer step causes a reduction in the effectiveness of the
system, usually allowing for less free cooling hours when compared to direct airside
economizers. On the other hand, it brings the advantages of preserving the indoor air
quality, saving the need for additional air filtering and being less dependent on the
outdoor humidity [ASHRAE TC 9.9, 2016; Zhang et al., 2014]. Besides, it can even
provide more free cooling hours than a direct type for DCs located in regions with
constant high humidity levels.
The performance of direct type economizers depends only on the regional cli-
mate and indoor operating conditions, while the indirect type performance relies also
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on parameters related to the heat exchanger. Thus, direct airside free cooling potential
assessments are more general and straightforward, making this kind of assessment a
better starting point for DCs free cooling potential studies.
2.3 Methodology




















Figure 2.4 – Methodology for the assessment of DCs direct airside free cooling
potential in Brazil.
ASHRAE thermal guidelines [ASHRAE TC 9.9, 2015] were considered to identify
DC operating conditions (Subsection 2.3.1). Further research was performed to select
the most relevant parameters to establish the free cooling criteria, namely: upper dry-
bulb temperature limit and upper dew-point temperature limit (Subsection 2.3.2). A
graphical representation was proposed in Subsection 2.3.3 to illustrate the free cooling
zones on a psychrometric chart. Finally, in Subsection 2.3.4, weather data from 14
Brazilian capitals were used to assess their hourly behavior over a year and compare it
with the established free cooling criteria.
2.3.1 DC thermal operating conditions
The most recent ASHRAE thermal guidelines [ASHRAE TC 9.9, 2015] were
selected to be the reference of the required conditions to achieve a reliable operation
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in a DC. Ranges of dry-bulb temperature (DBT ), relative humidity (RH) and dew-
point temperature (DPT ) were featured for different classes of IT equipment in this
guideline as shown in Table 2.1.
Table 2.1 – Recommended and Allowable ranges for DC operation [Adapted from
ASHRAE TC 9.9, 2015].
Range DBT (oC) DPT (oC) RH (%)
Recommended 18 to 27 -09 to 15 8 to 60
Allowable A1 15 to 32 -12 to 17 8 to 80
Allowable A2 10 to 35 -12 to 21 8 to 80
Allowable A3 05 to 40 -12 to 24 8 to 85
Allowable A4 05 to 45 -12 to 24 8 to 90
The Recommended range is defined as a reference, as it is the safest one and also
the most accepted by DC operators [Lee and Chen, 2013]. The other four are called
Allowable ranges, with different limits according to the IT equipment class. [ASHRAE
TC 9.9, 2008]. An equipment class is a definition for IT manufacturers design their
products.
When it was first created, the Recommended range was intended to be the most
reliable, acceptable and reasonable power-efficient operation zone, but it was never meant
to be the absolute limits of operation [ASHRAE TC 9.9, 2011]. As a result of the growing
need for energy efficiency, and consequently the interest to utilize economizers as much
as possible during a year, the Allowable ranges were proposed, reinforcing the idea that
it is acceptable to operate outside the Recommended range for short periods of time
without affecting the overall reliability of the IT equipment [ASHRAE TC 9.9, 2011]. It
is worth noticing that the newer the equipment is, its allowable thermal operating zone
tend to be more relaxed and, hence, it should suit a broader class such as A3 or A4,
while the older ones are more suited to operate within the A1 and A2 classes.
ASHRAE TC 9.9, 2015 states that the DBT , RH and DPT parameters should
be measured in the IT equipment cold face, i.e., roughly at the supplied air intake. The
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operating envelopes (Figure 2.52) were made using the thresholds of Table 2.1. They
illustrate the conditions of the supplied air intake that allows a DC to operate within
the ASHRAE suggested ranges.
According to ASHRAE TC 9.9, 2011, these operating envelopes should only be
considered for facilities that have already achieved a good architecture design and airflow
management. The reliability of the DC is not secured, even in the Recommended range,
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Figure 2.5 – Recommended and Allowable operating envelopes on a psychrometric
chart.
2.3.2 Free cooling criteria
The Recommended and Allowable envelopes shown in Figure 2.5 are intended
to describe operating limits of DCs while using mechanical cooling. The free cooling
2All the psychrometric charts figures presented in this Thesis were made using Microsoft Excel
software with the aid of the Psych plugin [WCEC, 2013].
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potential of a location is measured by a prior assessment which verifies if the local
weather condition allows natural air usage for a reliable IT equipment cooling. In that
procedure, some of the envelope boundaries may not be required. An in-depth survey
in the literature was carried out in this subsection in order to understand which limits
could be discarded while establishing the direct airside free cooling criteria.
Dry-bulb temperature
The upper DBT limit is the most important parameter for IT equipment op-
eration and should be taken into account in this evaluation, as most of the failure
mechanisms of electronic components are intensified by increasing their operational tem-
perature [ASHRAE TC 9.9, 2016]. The maximum operating temperature limit that an
IT equipment should reach at the chip level is about 85oC [Amoabeng and Choi, 2016;
Marcinichen et al., 2012]. The heat removal in a data center must guarantee that this
limit is not surpassed.
The lower boundary of DBT in the ASHRAE suggested ranges is intended to
prevent a very inefficient energetic operation under mechanical cooling, as stated in the
ASHRAE TC 9.9, 2011. That boundary was discarded in the present work as it does
not impact the free cooling potential assessment.
Lower humidity boundaries
The RH and DPT parameters are metrics to measure the relative and absolute
humidity of the DC environment respectively. Their lower limits were introduced by
ASHRAE TC 9.9 to avoid the risk of electronic discharges (ESD) in the IT equipment
[Oró et al., 2015a]. ASHRAE TC 9.9, 2015 reduced the lower RH limit from 25%
[ASHRAE TC 9.9, 2011] to 8% after studies [Gao et al., 2015; Hydeman and Swenson,
2010; Wan et al., 2013] had verified that this reduction would not increase at high rates
the ESD probability.
In Brazil, there are almost no occurrences of RH and DPT values below 8% and
−9oC respectively [Kontoyanis, 2018]. Thus, it was decided to discard the lower RH
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and DPT limits while assessing the free cooling potential.
Higher humidity boundaries
High humidity levels can cause water vapor to condensate on IT equipment,
putting at risk their reliability [Oró et al., 2015a]. However, the RH parameter is difficult
to be controlled inside a DC facility as it depends on both the absolute humidity content
and the dry-bulb temperature [Kristoff, 2019]. Nevertheless, its control can be performed
by blending hot exhaust air to the inlet air as shown in Section 2.2.
DPT is a more stable parameter, as it is linked to the air absolute humidity,
which does not change significantly throughout the DC environment [Kristoff, 2019].
Therefore, the upper DPT limit was taken into account while the upper RH limit was
discarded in the present assessment.
Establishing the free cooling criteria
Based on these assumptions, only two parameters among those presented in the
operating ranges suggested by ASHRAE were considered to evaluate the free cooling
potential of Brazilian cities: upper dry-bulb temperature limit (DBTin,max) and upper
dew-point temperature limit (DPTin,max). Thus, the free cooling is considered possible
for the hourly step accounted by the double condition imposed in Equation 2.1,
DBTout ≤ DBTin,max & DPTout ≤ DPTin,max ∴ Free cooling is possible. (2.1)
for the hourly outdoor dry-bulb DBTout and dew-point DPTout temperatures in respect
to the desired limits for DBTin,max and DPTin,max.
It was assumed that the air temperature remains unchanged along its intake
through the cold face of IT equipment. Any possible deviation can be taken into account
by using a more conservative value of DBTin,max.
It is worth noticing that this methodology does not exclusively rely on Table 2.1
values, as these limits may be relaxed in the future. However, these limits were taken
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into account to evaluate this assessment.
2.3.3 Graphical representation
A graphical representation was made to illustrate the criteria established in Sub-
section 2.3.2 on a psychrometric chart. Figure 2.6 presents the free cooling zone consid-
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Figure 2.6 – Free cooling zone considering the Recommended range limits on a
psychrometric chart.
The green color represents the zone where free cooling is achievable (Zone I), the
red color means that the free cooling is not possible due to the high DBT level (Zone
II), the yellow color represents that free cooling is not possible due to the high DPT
level (Zone III), and the orange zone is where free cooling is not viable due to both:
DBT and DPT parameters (Zone IV).
Free cooling zones for Allowable ranges limits A1, A2, A3 and A4 were similarly
plotted on a psychrometric chart as shown in Figure 2.7. DBT and DPT limits from
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Figure 2.7 – Free cooling zones considering Allowable ranges limits.
2.3.4 Weather data
Dry-bulb and dew-point temperatures were employed to identify the number of
hours that each city could potentially operate on free cooling along a year period (8760
hours). Fourteen capital cities were selected for the assessment based on the availability
of Test Reference Year (TRY) weather data. All country regions were covered (South,
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Southeast, Midwest, Northeast and North), as presented in Table 2.2. Microsoft Excel
software was used to compare the criteria established with the cities weather data.
Table 2.2 – Capital cities assessed by country region. Weather data obtained from
LabEEE, 2018.
Region City (State) assessed
South Porto Alegre (RS), Florianópolis (SC), Curitiba (PR)
Southeast São Paulo (SP), Rio de Janeiro (RJ), Vitória (ES)
Midwest Brasília (DF)
Northeast Salvador (BA), Maceió (AL), Recife (PE), Natal (RN), Fortaleza (CE), São Luís (MA)
North Belém (PA)
2.4 Results
Table 2.3 summarizes the airside free cooling potential assessment results for the
14 Brazilian capitals listed in Table 2.2. Limits from all ranges (Recommended and
Allowable A1, A2, A3, A4) were considered. Reddish tones represent lower free cooling
potential, while bluish tones represent higher potential.

















Porto Alegre RS 30o02’S 3783 5309 7927 8735 8735
Florianópolis SC 27o36’S 1925 3760 7004 8470 8470
Curitiba PR 25o26’S 5575 7299 8726 8760 8760
São Paulo SP 23o33’S 4259 6418 8665 8760 8760
Rio de Janeiro RJ 22o54’S 255 1134 5481 8555 8555
Vitória ES 20o19’S 447 1417 5304 8494 8494
Brasília DF 15o47’S 3028 5079 8745 8760 8760
Salvador BA 12o58’S 17 261 5061 8729 8729
Maceió AL 9o40’S 8 130 5795 8759 8759
Recife PE 8o03’S 0 4 2521 8694 8694
Natal RN 5o48’S 0 6 3048 8697 8697
Fortaleza CE 3o43’S 0 1 221 6657 6657
São Luís MA 2o32’S 0 1 168 8141 8141
Belém PA 1o27’S 0 2 387 7888 7888
Curitiba displayed the best performance among all cities, being capable to op-
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erate inside Zone I (Figure 2.6) for 5575 hours considering the Recommended range
limits. Capital cities such as São Paulo, Porto Alegre and Brasília presented free cooling
potential for more than 3000 hours considering the Recommended range. Most of the
North and Northeast cities displayed a negligible number of free cooling hours for both
Recommended and A1 range limits.
Overall better results were achieved when considering more flexible ranges (A2,
A3 and A4). Curitiba, São Paulo and Brasília can operate in free cooling considering
A2 range for almost the entire year (8000+ hours), and all cities aside from Fortaleza
are able to operate inside Zone I for 7800+ hours in a year when A3 or A4 ranges were
considered.
By looking exclusively to the free cooling hours, one cannot identify whether the
excess of DBT or the excess of DPT were responsible to prevent more free cooling hours.
It was decided to further analyze some of these cities, now looking for the reasons why it
is not possible to have extra free cooling hours there. The capital cities chosen for this
analysis were: Curitiba due to its overall good results, São Paulo due to its economic
relevance for the country and Fortaleza as a representative city of the Northeast region.
The hourly weather occurrences were plotted on a psychrometric chart with the indicated
zones (as in Figure 2.6) to achieve a better understanding of the cities climate and its
relation with the free cooling potential.
2.4.1 Curitiba detailed results
Figure 2.8 shows the hourly weather occurrences for Curitiba considering the
Recommended range limits to define the four zones. The hourly weather occurrences in
this city were mainly in Zone I (free cooling) and Zone III (free cooling not achieved by
an excess of DPT ). Zone II (excess of DBT ) had only a few occurrences in the entire
year, which indicates that DBT is not the critical parameter for free cooling potential
in Curitiba. The detailed quantitative results are presented in Table 2.4, considering all
ranges.
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Figure 2.8 – Curitiba hourly weather occurrences in a year.
Table 2.4 – Detailed results of free cooling potential in Curitiba.
Range Zone I (%) Zone II (%) Zone III (%) Zone IV (%)
Recommended 63.64% 0.45% 34.07% 1.83%
A1 83.32% 0.00% 16.68% 0.00%
A2 99.61% 0.00% 0.39% 0.00%
A3 100.00% 0.00% 0.00% 0.00%
A4 100.00% 0.00% 0.00% 0.00%
sidering the Recommended range. There are no hours above the dry-bulb temperature
limit of the Allowable class A1 due to the city cool climate. The main issue in Curitiba
is the DPT level, which prevents the free cooling application within the A1 range for
16.68% of the year (1461 hours). In a more flexible limit, such as A2, it is possible to
operate in free cooling for almost the entire year (99.61%). Moreover, considering A3
and A4 ranges all occurrences were in Zone I.
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2.4.2 São Paulo detailed results
Figure 2.9 shows the hourly weather occurrences for São Paulo considering the
Recommended range limits to define the four zones. Results were less promising than the
ones for Curitiba, with a higher amount of weather occurrences outside Zone I. Most of
the occurrences were placed in Zone I and Zone III, which indicates that the DPT is the
critical parameter for the free cooling assessment in this city. The detailed quantitative
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Figure 2.9 – São Paulo hourly weather occurrences in a year.
Table 2.5 results confirmed that DBT does not represent a problem at all for free
cooling in São Paulo, since only 1.52% of the occurrences were within Zone II considering
the Recommended threshold. There were no occurrences of DBT above the A2 range
limit. São Paulo displayed a free cooling potential of 73.26% of the year considering the
A1 range limit, 98.92% considering A2 limits, and for the entire year considering A3 and
A4 ranges.
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Table 2.5 – Detailed results of free cooling potential in São Paulo.
Range Zone I (%) Zone II (%) Zone III (%) Zone IV (%)
Recommended 48.62% 1.52% 46.47% 3.39%
A1 73.26% 0.08% 26.63% 0.03%
A2 98.92% 0.00% 1.08% 0.00%
A3 100.00% 0.00% 0.00% 0.00%
A4 100.00% 0.00% 0.00% 0.00%
2.4.3 Fortaleza detailed results
Figure 2.10 shows the hourly weather occurrences for Fortaleza considering the
Recommended range limits to define the four zones. Fortaleza displayed the worst per-
formance among the three cities further analyzed in this section. There is no hour in
the year that fits inside Zone I or II due to its constant high DPT level. The detailed
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Figure 2.10 – Fortaleza hourly weather occurrences in a year.
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Table 2.6 – Detailed results of free cooling potential in Fortaleza.
Range Zone I (%) Zone II (%) Zone III (%) Zone IV (%)
Recommended 0.00% 0.00% 61.88% 38.12%
A1 0.01% 0.00% 99.98% 0.01%
A2 2.52% 0.00% 97.48% 0.00%
A3 75.99% 0.00% 24.01% 0.00%
A4 75.99% 0.00% 24.01% 0.00%
Table 2.6 shows that Fortaleza only achieved potential to free cooling while con-
sidering A3 and A4 ranges limits (75.99%). DPT was the critical parameter preventing
extra free cooling hours, since there was not even a single occurrence within Zone II,
and from A1 range onwards there were almost no weather occurrences in Zone IV.
2.4.4 Parameter analysis
The DPT was the critical parameter preventing extra free cooling hours for the
three further analyzed cities. The free cooling hours prevented exclusively by the DBT
parameter were almost negligible for these cities. An expanded assessment based only
on the DPT criterion was performed to the 14 capital cities to investigate whether the
DBT criterion was really required (Table 2.7).
Results presented in Table 2.7 corroborate with the idea that DPT is indeed
the critical parameter to the free cooling potential assessment in Brazil. The DBT
criterion was only relevant while assessing the Recommended range limits and for a
few cities such as Brasília and São Paulo, which displayed changes of 9.94% and 3.12%
respectively. Maceió had a variation of 62.50% in its free cooling hours, but the absolute
number is negligible since it raised from 8 to 13 hours. All cities displayed slightly
increases or even no changes at all while considering the limits of the Allowable ranges,
which indicates that the direct airside free cooling assessment could be performed based
only on the DPT criterion without causing major changes in the free cooling potential
hours of the 14 Brazilian cities.
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Table 2.7 – Free cooling hours while assessing only the dew-point temperature criterion

















Porto Alegre RS 30o02’S 3836 (+1.40%) 5323 (+0.26%) 7939 (+0.15%) 8735 (=) 8735 (=)
Florianópolis SC 27o36’S 1929 (+0.21%) 3760 (=) 7004 (=) 8470 (=) 8470 (=)
Curitiba PR 25o26’S 5615 (+0.72%) 7299 (=) 8726 (=) 8760 (=) 8760 (=)
São Paulo SP 23o33’S 4392 (+3.12%) 6425 (+0.11%) 8665 (=) 8760 (=) 8760 (=)
Rio de Janeiro RJ 22o54’S 259 (+1.57%) 1134 (=) 5487 (+0.11%) 8555 (=) 8555 (=)
Vitória ES 20o19’S 447 (=) 1417 (=) 5304 (=) 8494 (=) 8494 (=)
Brasília DF 15o47’S 3329 (+9.94%) 5086 (+0.14%) 8745 (=) 8760 (=) 8760 (=)
Salvador BA 12o58’S 17 (=) 261 (=) 5061 (=) 8729 (=) 8729 (=)
Maceió AL 9o40’S 13 (+62.50%) 130 (=) 5795 (=) 8759 (=) 8759 (=)
Recife PE 8o13’S 0 (=) 4 (=) 2521 (=) 8694 (=) 8694 (=)
Natal RN 5o48’S 0 (=) 6 (=) 3048 (=) 8697 (=) 8697 (=)
Fortaleza CE 3o43’S 0 (=) 1 (=) 221 (=) 6657 (=) 6657 (=)
São Luís MA 2o32’S 0 (=) 1 (=) 168 (=) 8141 (=) 8141 (=)
Belém PA 1o27’S 0 (=) 2 (=) 387 (=) 7888 (=) 7888 (=)
2.5 Conclusion
In this chapter, criteria to assess direct airside free cooling potential in data
centers have been developed considering two parameters: upper dry-bulb temperature
(DBTout,max) and upper dew-point temperature (DPTout,max). These criteria were pre-
sented algebraically and graphically. Then, the criteria were applied to assess the free
cooling potential of 14 Brazilian capitals using TRY weather data and considering the
ASHRAE thermal guidelines limits.
The results showed that cities such as Curitiba, São Paulo, Porto Alegre and
Brasília have the potential to use free cooling in their data centers for over than 3000
hours in a year considering the most conservative operating limits (Recommended range).
Curitiba presented the best overall performance among the analyzed cities, being able
to operate 5575 hours without mechanical cooling in that range.
All North and Northeast cities did not show viability to the direct airside free
cooling when considering the most conservative ranges. However, almost all cities could
operate with more than 7800 hours of compressor-less cooling while assessing more flex-
ible limits, such as the ones from A3 and A4 classes.
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A further analysis was performed to detail the results from Curitiba, São Paulo
and Fortaleza, which indicated that the critical parameter to assess direct airside free
cooling potential was the dew-point temperature (DPT ). This suspicion was confirmed
by a parameter analysis which showed that the dry-bulb temperature (DBT ) criterion
was only relevant for a few cities under the Recommended range. The assessment could
be performed based only on the DPT parameter without causing major changes in the
final result, at least when considering the Allowable range limits.
Better free cooling potential results are expected to be achieved with an indirect
type of economizer, since the results of this chapter indicated that the high level of
humidity in the outdoor air was the main issue preventing extra free cooling hours for
Brazilian weather conditions.
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3 WATERSIDE FREE COOLING POTENTIAL ESTIMATION FOR
DATA CENTERS IN BRAZIL
3.1 Introduction
Waterside free cooling is an energy saving technique which consists in operate
a facility in the waterside economizer mode. In this mode of operation, the outdoor
weather is used to cool some or all of the return water in a chilled water loop, sub-
stantially reducing or even eliminating the need for mechanical cooling [Lui, 2010]. The
main difference in relation to the airside category is that any of the waterside economizer
types cool the DC indoor environment using water and always in an indirect way.
Free cooling is considered an effective solution for reducing the energy consump-
tion of cooling systems in data center when its operation is viable for a high number of
hours in a year, which is defined as free cooling potential [Oró et al., 2015a; Malkamäki
and Ovaska, 2012; Siriwardana et al., 2013]. The free cooling potential varies significantly
depending on local climate [Amoabeng and Choi, 2016].
Most of the free cooling potential assessments in the literature consider only econ-
omizers from the airside category because their potential estimation is more straightfor-
ward, while inside the waterside category there are more variables in the problem to be
taken into account, making this assessment more difficult to be done. Works regarding
waterside economizers often prefer to perform a system analysis for a specific data center
(such as Afonso and Moreira, 2017; Agrawal et al., 2016; Beaty et al., 2018; Belizário,
2018; Cho et al., 2017; Ling et al., 2018 have done) rather than a general potential
assessment.
Beaty et al., 2019 presented an assessment of the waterside free cooling poten-
tial assessment for several North American cities, by considering different values for the
supply air temperature, ranging from 14oC to 24oC. The approach between the outdoor
wet-bulb temperature and the chilled water supply was assumed as 3.9oC and the tem-
perature difference between the chilled water supply and the supply air temperature was
assumed as 5.6oC. The author evaluated the hour percentage in a year which a DC under
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those conditions could operate under waterside free cooling, based on the local weather
data. Denver displayed the highest potential among the assessed cities, with 53% of free
cooling potential for the worst scenario.
A similar way to simplify the cooling tower system was adopted by Belizário, 2018
in his economic case study of a data center in São Paulo (Brazil). He set the cooling
tower approach as 4oC and fixed the chilled water supply temperature as 23oC. However,
the number of hours in a year in which free cooling was possible was not directly assessed
in his work.
The work presented in this chapter aimed to establish criteria to free cooling
potential for data centers considering a cooling tower economizer system. The assessment
of waterside free cooling potential intended to be as general and flexible as possible,
avoiding specific detailing that would reduce its relevance and applicability for different
kinds of DC. The developed criteria were focused on 14 Brazilian key cities.
3.2 Waterside economizer types
Waterside economizers were classified by Zhang et al., 2014 as direct water cooled
system; air cooled system and cooling tower system, presented as follows.
3.2.1 Direct water cooled type
In a direct water cooled system, natural cold water is used to cool the data center
indoor air without any other steps of heat transfer. This application is limited by the
dependency either on purchasing water or on natural cold water availability, meaning
that the DC must be located close to water sources [Zhang et al., 2014]. Nevertheless,
direct water cooled economizer is an efficient operating mode, able to maintain the facil-
ity temperature close to the average environment temperature for 24 h a day. Figure 3.1
presents a schematic of this economizer system.
Direct water cooled can be a good option for DCs that overcome those limita-
tions. These systems seem promising in Brazil, due to the country large coastline, and






Figure 3.1 – A schematic of a direct water cooled system [Adapted from Clidaras et al.,
2009].
ural sources may impact the local ecosystem due to the increased temperature of the
discharged water. Besides, water purchased from utilities for this purpose became very
expensive because of increased water supply and disposal costs [ASHRAE, 2016]. In
short, direct water cooled systems is considered an attractive alternative if their issues
regarding the operational cost and environmental impact can be handled.
3.2.2 Air cooled type
Air cooled systems are based on sensible heat exchangers to cool down the cir-
culating water whenever the outdoor air dry-bulb temperature is favorable. When the
outdoor air is not capable to handle the entire heat load, the required mechanical cooling
is provided by the chiller. Figure 3.2 presents a schematic of this economizer system.
Waterside economizers of air cooled type are a simpler solution than the direct
water cooled ones and avoid the environmental impact caused by the consumption of
natural water. On the other hand, its effectiveness is lower [ASHRAE, 2016], promoting








Figure 3.2 – Schematic of an air cooled waterside economizer system [Adapted from
Zhang et al., 2014].
3.2.3 Cooling tower type
A cooling tower water circuit is used to cool the indoor circulating water in this
type of economizer as shown in Figure 3.3.
At least two water loops are needed, one for the cooling tower and other to cool
the DC indoor environment. This type of free cooling can be built from a conventional
cooling system by adding a chiller bypass via heat exchanger economizer mode [Zhang
et al., 2014]. The DC indoor heat is transferred from the chilled water loop into the
cooling tower water loop to be dissipated into the atmosphere, usually aided by plate
and frame heat exchangers. As a result, the DC cooling demand is partially or entirely
satisfied without the use of mechanical cooling [Lui, 2010].
The configuration referred to as parallel waterside economizer (PWSE) [Lui, 2010]
or, more commonly, as non-integrated [Beaty et al., 2018; Stein, 2009], presented on
Figure 3.4, consists on installing a heat exchanger in parallel with the chiller. This
means that it is either possible to cool the entire heat load in the economizer mode, or
none of that.
The system is referred to as series waterside economizer (SWSE) [Lui, 2010] or
integrated [Beaty et al., 2018; Stein, 2009] whenever the heat exchanger is installed in
tandem with respect to the chiller as shown in Figure 3.5. This configuration is capable
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(a) Conventional cooling system with cooling tower.
(b) Waterside economizer of cooling tower type.
Figure 3.3 – Comparison between a conventional cooling system and its adaptation to
the waterside economizer mode [Lui, 2010].
to provide full or partial waterside economizing. During partial economizing mode,
the cooling tower is operated in conjunction with the chiller, pre-cooling the building,
returning chilled water before it enters the chiller and, thus, reducing the cooling load.
Cooling tower type economizers are the most widely used in the waterside cate-
gory because they overcome most of the problems of the other types. The water con-
sumption rate of this system is only about 5% of a once-through system, making it
more viable to operate with purchased water. Furthermore, the amount of heated water













(b) Full economizer mode
Figure 3.4 – Non-integrated (or PWSE) waterside economizer of cooling tower type















(c) Partial economizer mode
Figure 3.5 – Integrated or SWSE cooling tower architecture [Adapted from Beaty
et al., 2018].
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the direct water cooled system [ASHRAE, 2016].
The present work selected the cooling tower economizer type to assess the wa-
terside free cooling potential of Brazilian cities. It was decided to consider the non-
integrated configuration of this type (displayed in Figure 3.4) due to its simplicity.
3.3 Waterside economizer in detail
Figure 3.6 presents a schematic description of the waterside economizer type













Figure 3.6 – Cooling tower waterside economizer system modeled.
The heat removed from DC indoor spaces depends on the maximum supply air
dry-bulb temperature DBTin,max and its temperature difference between the supply and
return air ∆Ta. The indoor air heat is transferred to a water loop with the aid of heat
exchangers (HX), modeled by its effectiveness ε. Heat rejection to the environment is
performed at a wet cooling tower (WCT), which process is regulated by the outdoor air
wet-bulb temperature WBTout and depends on its approach ApWCT . Figure 3.7 brings
a schematic view of a wet cooling tower.
Hot water at Tw,h is admitted at the tower top level and passes through a combi-
nation of convective exchange with the outside air, mechanically driven in counterflow













Figure 3.7 – A schematic of a direct contact cooling tower [Adapted from ASHRAE,
2016].
pensate for lost water from evaporation and drag.
Figure 3.8 displays the evolution of the temperature of the cooling tower working
fluids, water and air, along the tower vertical length.
The approach ApWCT and range Rg are two important parameters to assess
cooling tower performance. Approach is defined as the difference between the cooling
tower outlet cold water Tw, c and the outdoor wet-bulb temperature WBTout and the
range is defined as the temperature difference between the inlet hot water Tw,h and the
cold water leaving the cooling tower Tw, c [ASHRAE, 2016].
An ideal infinite wet cooling tower operates with ApWCT = 0, which would led to
a Tw,c equal to WBTout. In reality, it is not usual to guarantee any approach less than
2.8oC in the cooling tower industry, as the ApWCT reduction from this point onwards
would require huge increases in the cooling tower size [Beaty et al., 2018; SPX, 2019].
The ApWCT also depends on the outdoor condition. According to Beaty et al.,
2018, a typical open-circuit cooling tower which has a 3.9oC approach when theWBTout































Figure 3.8 – Cooling tower range and approach definitions [Adapted from ASHRAE,
2016].
same range and flow rate. That is, a 23.9oC decrease in the WBTout resulted in an
increase of 6.7oC in the cooling tower approach. This information should be taken into
account while setting the ApWCT to assess cooling tower economizer types.
3.4 Methodology
The waterside free cooling potential assessment started by assuming simplifying
hypothesis in Subsection 3.4.1 to relate the outdoor air condition (WBTout) to system
parameters, such as the ApWCT and the DBTin,max. A mathematical framework was
carried out in Subsection 3.4.2 to derive an expression to evaluate the maximum value
of WBTout which allows a data center to operate in free cooling. The free cooling
criteria were proposed from that expression. Then, a graphical procedure was proposed
in Subsection 3.4.3 to plot the free cooling zone on a psychrometric chart. After that,
it was possible to compare the free cooling criteria with the weather data of each of the
studied cities (Subsection 3.4.4) and, finally, obtain their free cooling potential.
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3.4.1 Model assumptions
Typically, cooling tower waterside economizers are built with at least two water
loops, but simpler modeling was assumed in the present work, by merging these loops
into a single one and taking this into account in the ε value. The heat exchangers were
taken as adiabatic, allowing to assume that the cooling tower rejects the total amount of
dissipated heat from the IT equipment. Both indoor air and water loops were modeled
as tight and leakage free systems, with no need for fluid make-up. The evaporative
cooling process relied on the ApWCT value only.
The DBTin,max is the main parameter to be monitored whenever indirect wa-
terside economizers are used. The ASHRAE thermal guidelines limits presented on
Table 3.1 were used as a reference to evaluate this parameter.
Table 3.1 – Dry-bulb temperature limits DBTin,max considering all of the ASHRAE
suggested ranges [Adapted from ASHRAE TC 9.9, 2015].
Range Recommended Allowable A1 Allowable A2 Allowable A3 Allowable A4
DBTin,max (oC) 27 32 35 40 45
Furthermore, it was considered a non-integrated configuration (Figure 3.4) of the
cooling tower type economizer. It is worth noticing that higher free cooling potential
could be achieved if the partial economizer operation had also been considered.
3.4.2 Mathematical framework
Mass and energy balances were performed in the waterside system presented in
Figure 3.3 aiming to find an expression to the maximum outdoor wet-bulb temperature
WBTout,max which allows for a system to operate in full waterside free cooling mode.
An expression to relate WBTout to the cold water temperature Tw,c is presented
in Equation 3.1 with the aid of the wet cooling tower approach, followed by the water
loop temperature difference ∆Tw in Equation 3.2.
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Tw,c = WBTout + ApWCT (3.1)
∆Tw = Tw,h − Tw,c (3.2)
Equations 3.3 and 3.4 describe, respectively, the temperature difference in the
indoor air circuit ∆Ta and the heat exchanged from the indoor air to the water qHX in
the heat exchanger (HX).
∆Ta = Ta,h − Ta,c (3.3)
qHX = ṁacpa∆Ta (3.4)
Considering that the heat rejected from the water in the cooling tower qWCT is
equal to qHX , they can be referred only as q.
The HX effectiveness ε is defined by Equation 3.5 and it accounts for the fraction








Equation 3.6 is derived directly from Equation 3.5.




Combining Equation 3.1 and Equation 3.6, it is possible to find an expression for
WBTout:




with Ta,h given by:
Ta,h = Ta,c + ∆Ta (3.8)
Equation 3.7 can be rewritten in terms of Ta,c with the aid of Equation 3.8,
resulting in Equation 3.9:
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which is the relation between the outdoor wet-bulb temperature and the system param-
eters. When Ta,c assumes the maximum acceptable value to cool the data center indoor
environmentDBTin,max,WBTout assumes its maximum value as well: WBTout,max, while
assuming constant ∆Ta, ε and ApWCT . Thus, Equation 3.9 is reduced to Equation 3.10.
Ta,c = DBTin,max ∴ WBTout = WBTout,max






Alternatively, if one does not intend to use ∆Ta and ε parameters, it is possible to





of Equation 3.10 to heat exchangers approach
ApHX as shown in Equation 3.11. The following steps demonstrate that ApHX could be















ApHX = (Ta,h − Tw,c) − ∆Ta
ApHX = (Ta,h − Tw,c) − (Ta,h − Ta,c)
ApHX = Ta,c − Tw,c (3.12)
An alternative expression for WBTout,max can be obtained by combining Equa-
tion 3.11 with Equation 3.10.
WBTout,max = DBTin,max − ApHX − ApWCT (3.13)
Finally, both Equations 3.10 and 3.13 are expressions to find the maximum out-
door wet-bulb temperature which guarantees DBTin,max as the indoor supply air tem-
perature considering that all DC restrictive parameters had been set. Therefore, free
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cooling is considered possible whenever the outdoor wet-bulb temperature is less than
or equal to this maximum calculated value (Equation 3.14).
WBTout ≤ WBTout,max ∴ Free cooling is possible. (3.14)
Cooling tower and heat exchanger approaches
In Equation 3.13, the heat transfer process characteristics were inserted in the
parameters ApWCT and ApHX . This means that it is necessary to measure, calculate or
estimate these two parameters previously when applying the criteria. For example, the
Equation 3.11 is already a suggested procedure to calculate ApHX as a function of ε and
∆Ta parameters.
Besides that, the free cooling potential assessment assumes these two parameters
as fixed values. However, in reality, they are subject to slight changes alongside the
year depending on the outdoor weather condition. As shown in Subsection 3.3, a 23.9oC
decrease in the WBTout would result in a 6.7oC increase in the ApWCT for a typical
cooling tower. Therefore, it is recommended to set the approaches values considering
approximately the situation in whichWBTout = WBTout,max to achieve a better estimate
of the free cooling potential.
3.4.3 Graphical procedure
A graphical procedure was made to define the free cooling zone on a psychrometric
chart. The customized psychrometric chart presented in Figure 3.9 (a)1 displays the "γ
isolines". With γ being defined as the sum of approaches from the cooling tower and
heat exchangers as shown in Equation 3.15. A full-size version of the chart presented in
Figure 3.9 (a) is available in Appendix B.
γ ≡ ApHX + ApWCT (3.15)
1All the psychrometric charts figures presented in this Thesis were made using Microsoft Excel
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(b) Example of a free cooling zone created
with DBTin,max = 27oC and γ = 0oC.
Figure 3.9 – Graphical representation of the waterside free cooling potential criteria.
WBTout,max = DBTin,max − γ (3.16)
For given values of DBTin,max and γ, one can trace a constant DBT line from
the DBTin,max until it reaches the set γ value and then mark this point. The WBT of
this point is the WBTout,max. Thus, the free cooling zone can be defined as the entire
zone below a constant WBT line which contains that point as shown in Figure 3.9 (b).
This procedure is useful to create free cooling zones and compare them with
weather data graphically. Figure 3.10 presents applications of this graphical procedure to
create different free cooling zones, relying on different system parameters, but considering
the same weather data occurrences.
3.4.4 Weather data
Hourly wet-bulb temperatures WBT were required to calculate the number of
hours that a given DC can operate on waterside free cooling along a year-long period
(8760 hours). Fourteen Brazilian capitals with available Test Reference Year TRY files
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(c) DBTin,max = 32oC and γ = 13oC.
Figure 3.10 – Application examples of the graphical procedure to establish the free
cooling zones considering different system parameters but the same weather data.
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Table 3.2 – Capital cities assessed by country region. Weather data obtained from
LabEEE, 2018.
Region City (State) assessed
South Porto Alegre (RS), Florianópolis (SC), Curitiba (PR)
Southeast São Paulo (SP), Rio de Janeiro (RJ), Vitória (ES)
Midwest Brasília (DF)
Northeast Salvador (BA), Maceió (AL), Recife (PE), Natal (RN), Fortaleza (CE), São Luís (MA)
North Belém (PA)
3.5 Results
The free cooling potential results for 14 Brazilian capitals are presented in Ta-
ble 3.3 for an average scenario considering γ = 10oC. As reference values, Beaty et al.,
2019 and Belizário, 2018 used, respectively, an equivalent value to γ = 9, 5oC and
γ = 8oC in their work. Results for additional scenarios ranging from an optimistic
γ = 5oC to a conservative γ = 15oC are available Appendix C. All of the ASHRAE
thermal guidelines operating ranges limits (Table 3.1) were taken into consideration to
set the DBTin,max values in this assessment.
Table 3.3 – Free cooling potential hours in 14 Brazilian capitals considering the average

















Porto Alegre RS 30o02’S 4291 7700 8613 8760 8760
Florianópolis SC 27o36’S 2600 7077 8389 8752 8760
Curitiba PR 25o26’S 6301 8664 8760 8760 8760
São Paulo SP 23o33’S 5117 8569 8754 8760 8760
Rio de Janeiro RJ 22o54’S 578 5238 8242 8760 8760
Vitória ES 20o19’S 832 5215 8261 8760 8760
Brasília DF 15o47’S 3032 8660 8760 8760 8760
Salvador BA 12o58’S 79 4113 8553 8760 8760
Maceió AL 9o40’S 34 5051 8700 8760 8760
Recife PE 8o03’S 0 1726 8613 8760 8760
Natal RN 5o48’S 0 2302 8380 8760 8760
Fortaleza CE 3o43’S 0 309 5939 8760 8760
São Luís MA 2o32’S 0 132 6922 8760 8760
Belém PA 1o27’S 0 609 6875 8760 8760
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Curitiba displayed the best performance among all cities, as it was identified
6301 hours per year of free cooling potential considering the Recommended range limit.
Capital cities such as São Paulo, Porto Alegre and Brasília came right after, with more
than 3000 hours in a year on the same range limit.
Most of the North and Northeast regions of the country displayed a negligible
potential to free cooling considering Recommended and A1 limit, with exception of
Salvador and Maceió which achieved more than 4000 hours in the A1 limit. Overall
better results were found when considering more flexible limits.
All the 14 assessed cities displayed at least 5900 free cooling hours with the
waterside economizer mode when considering the A2 range limits, and that number can
reach at least 8300 hours (almost the entire year) if Fortaleza, São Luís and Belém were
excluded from the assessment. Free cooling is possible for the entire year for all the 14
cities whenever A3 or A4 limits were considered.
This assessment was performed over an average of γ = 10oC. Results are very
sensitive to changes on γ, and WBT cumulative frequency distributions can aid to as-
sess the free cooling potential of a given city considering variations of γ. The following
subsections perform this procedure for Curitiba, São Paulo and Fortaleza. The WBT
cumulative frequency distributions for the other eleven cities are available in the Ap-
pendix D.
3.5.1 Curitiba further results







































Figure 3.11 – Curitiba WBT cumulative frequency distribution.
With that information, it is possible to estimate the waterside free cooling po-
tential in this city for different values of γ. As an example, the optimistic scenario
with γ = 5oC and the ASHRAE Recommended limit for DBTin,max = 27oC, led to a
WBTout,max = 22
oC according to Equation 3.16. Back to Figure 3.11, the free cooling po-
tential in Curitiba correspond to almost the entire year long for that scenario. The same
can be performed to the conservative scenario with γ = 15oC and WBTout,max = 12oC.
According to Figure 3.11 the free cooling potential in Curitiba under these conditions is
approximately 2000 hours.
It is also possible to evaluate the free cooling potential behavior with variations on
the maximum supply air temperature DBTin,max or even combined variations of γ and
DBTin,max, as the x axis on Figure 3.11 is related toWBTout,max which depends on γ and
DBTin,max. Any combination of DBTin,max and γ which results in aWBTout,max ≥ 14oC
would allow for at least 3000 h of free cooling potential in a year. The Figure 3.12
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(b) DBTin,max = 27oC and γ = 10oC or
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(c) DBTin,max = 27oC and γ = 5oC or
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Figure 3.12 – Curitiba hourly weather occurrences plotted on a psychrometric chart
with the free cooling zone defined for different scenarios of DBTin,max and γ.
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3.5.2 São Paulo further results




































São Paulo WBT occurrences
Figure 3.13 – São Paulo WBT cumulative frequency distribution.
By looking to Figure 3.13 it is possible to affirm that the free cooling potential
in this city considering the optimistic scenario and the Recommended limit is approx-
imately 8500 hours, whereas it drops to only 500 hours for the conservative scenario.
Additionally, any combination of γ and DBTin,max which results in WBTout,max ≥ 16oC
allows for at least 3000 hours of free cooling in São Paulo. Figure 3.14 presents those
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(c) DBTin,max = 27oC and γ = 5oC or
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Figure 3.14 – São Paulo hourly weather occurrences plotted on a psychrometric chart
with the free cooling zone defined for different scenarios of DBTin,max and γ.
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3.5.3 Fortaleza further results
Figure 3.15 shows the cumulative frequency distribution of WBT in Fortaleza




































Figure 3.15 – Fortaleza WBT cumulative frequency distribution.
The free cooling potential in Fortaleza is significantly lower than the other two
further analyzed cities. Considering the optimistic scenario with γ = 5oC and the
Recommended limit DBTin,max = 27oC the free cooling potential is lower than 500
hours, and in the conservative scenario it is null.
Furthermore, in order to achieve at least 3000 hours of free cooling in Fortaleza,
a combination of DBTin,max and γ which results in WBTout,max ≥ 24oC is required.
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(d) WBTout,max = 24oC, the lowest integer
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Figure 3.16 – Fortaleza hourly weather occurrences plotted on a psychrometric chart
with the free cooling zone defined for different scenarios of DBTin,max and γ.
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3.6 Conclusion
In this chapter, criteria to assess the waterside free cooling potential for data
centers using a cooling tower system were developed. The procedure was made in such
a way to be as general as possible aiming to provide a tool that could be suitable for
different kinds of data centers and, also, to be independent of restrictions that could
change in the future.
It was found that parameters such as the approach of the cooling tower ApWCT ,
the approach of the heat exchangers ApHX and the maximum acceptable supply air
temperature DBTin,max are relevant to estimate the free cooling hours, as they define the
maximum allowable outdoor wet-bulb temperature WBTout,max for free cooling usage.
The geographical location is also important because it is associated with the frequency
of WBT , which defines the outdoor condition to the free cooling potential criteria.
The methodology was applied to assess the free cooling potential of 14 Brazilian
capital cities, by creating specific scenarios, based on literature review, and comparing
them with the cities hourly weather data. Results for an average scenario showed that
Curitiba displayed the highest free cooling potential among all 14 cities, being able to
operate without mechanical cooling for 6301 hours in a year, even considering the most
restrictive operating range limit recommended by ASHRAE. Cities such as Porto Alegre,
São Paulo and Brasília displayed potential to free cooling for more than 3000 hours under
those conditions, while the North and Northeast region of the country presented poor
results in this regard.
Finally, it was shown that using cumulative frequency distributions of WBT , it
is possible to estimate the waterside free cooling potential considering different combi-
nations of DBTin,max and the sum of cooling tower and heat exchangers approaches. A
comparison between the waterside and the airside free cooling potential of these cities
should be made to verify which category of economizer suits better the studied cities.
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4 FREE COOLING POTENTIAL OVERVIEW AND COMPARISON
FOR DATA CENTERS IN BRAZIL
4.1 Introduction
Free cooling is defined as the use of natural weather to cool an indoor environment
[Oró et al., 2015a]. When the outdoor temperature is sufficiently low compared to the
indoor operating temperature, it is possible to take advantage of this and cool the data
center indoor environment without mechanical cooling [Amoabeng and Choi, 2016]. This
compressor-less operation is commonly known as economizer mode [Zhang et al., 2014].
There are 15 economizer types that can be realistically used in data centers
[Niemann et al., 2011], classified mainly according to their heat transfer design. They
can be roughly divided into the airside and waterside categories according to Oró et al.,
2015b; Nadjahi et al., 2018. Five economizers types stand out in these categories, namely:
direct and indirect airside, direct water cooled, air cooled and cooling tower waterside.
Free cooling is considered an effective solution for reducing the energy consump-
tion of cooling systems in data center when its operation is viable for a high number of
hours in a year, which is called free cooling potential [Oró et al., 2015a; Malkamäki and
Ovaska, 2012; Siriwardana et al., 2013]. The free cooling potential varies significantly
depending on local climate [Amoabeng and Choi, 2016].
A free cooling potential assessment compares weather data from a given local with
established criteria related to the outdoor air conditions. Chapter 2 proposed criteria to
assess the free cooling potential of direct airside economizers for Brazilian capital cities,
while Chapter 3 did the same considering cooling tower waterside economizers. In both
works, these criteria were applied to assess the free cooling potential of Brazilian key
cities. The work presented in this chapter aimed to propose criteria to free cooling for
all the five main economizer types in the airside and waterside categories, and compare
these economizers qualitatively based on literature research, and regarding their free
cooling potential performance using weather data of fourteen Brazilian key cities.
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4.2 Free cooling potential criteria


















Figure 4.1 – Classification of the main types of economizer modes according to
Amoabeng and Choi, 2016; Zhang et al., 2014.
Figure 4.2 schematically shows the two types in the airside category: the direct
airside (DAE) and the indirect airside economizer (IAE). Figure 4.3 shows schemes of
the main three types inside the waterside category, namely: direct water cooled water-
side (DWCE), air cooled waterside (ACWE) and cooling tower waterside economizer
(CTWE).
In these figures, DBTout, DPTout and WBTout account for the outdoor dry-bulb,
dew-point and wet-bulb temperatures respectively. All types besides the DAE are indi-
rect (even the DWCE) since there is no mixture between the indoor and outdoor air. For
the indirect types, only the maximum dry-bulb temperature of the supplied air intake














(b) Indirect airside economizer (IAE) scheme.



























(c) Cooling tower waterside economizer
(CTWE) scheme.
Figure 4.3 – Schematic of waterside economizers.
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imum dew-point temperature of the supplied air intake DPTin,max must be considered
as well.
The indirect types rely on system components such as heat exchangers (HX) and
wet cooling tower (WCT). The approach of the heat exchangers ApHX and the approach
of the wet cooling tower ApWCT are the parameters responsible for taking into account
the performance of these system components. Figure 4.4 presents a summary of the five
































Figure 4.4 – Components and system parameters of the economizer types considered.
Chapter 2 proposed free cooling potential criteria for Brazilian cities considering
the DAE type, while Chapter 3 proposed criteria to free cooling potential for Brazilian
cities considering CTWE systems. Similar criteria than the ones developed for the
CTWE can be proposed to the IAE, DWCE and ACWE types since they are all indirect.
Table 4.1 brings the criteria for all the five main types in the airside and waterside
categories.
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Table 4.1 – Free cooling potential criteria summary
Category Type Criteria Reference
Airside Direct
a DBTout ≤ DBTin,maxb &
DPTout ≤ DPTin,maxb
Chapter 2
Indirect DBTout ≤ DBTin,maxb− ApHXc Chapter 4
Waterside
Direct Water Cooled DBTout ≤ DBTin,maxb− ApHXc Chapter 4
Air Cooled DBTout ≤ DBTin,maxb− ApHXc Chapter 4
Cooling Tower WBTout ≤ DBTin,maxb− ApHXc−ApWCT d Chapter 3
a The criteria could be reduced to consider only the DPT criterion without causing major differences for the free cool-
ing assessment in Brazilian capital cities as shown in Chapter 2.
b This value should be set.
c This value should be set or calculated as shown in Chapter 3.
d This value should be set considering the conditions presented in Chapter 3.
4.3 Free cooling potential comparison
In this section, the free cooling potential of the five main economizer types are
compared based on the results of Chapters 2 and on the criteria proposed in Section 4.2.
4.3.1 Methodology for the comparison
The five economizer types free cooling potential comparison started by setting as
default values forDBTin,max andDPTin,max the limits from ASHRAE thermal guidelines
(Table 4.2). All of the ranges were taken into account.
Table 4.2 – Dry-bulb temperature limits (DBTin,max) and dew-point temperature
limits (DPTin,max) considering all of the ASHRAE suggested ranges [Adapted from
ASHRAE TC 9.9, 2015].
Range Recommended Allowable A1 Allowable A2 Allowable A3 Allowable A4
DBTin,max (oC) 27 32 35 40 45
DPTin,max (oC) 15 17 21 24 24
It was decided to use the direct airside economizer (DAE) as reference for this
comparison, as it results in the most straightforward assessment and it does not rely
on additional inputs such as the heat exchanger and cooling tower approaches. The
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remaining four economizer types were compared directly with the DAE, by setting their
free cooling hours as equal to the reference type and calculating the value of their
approaches for this condition.
The results achieved in Chapter 2 were used to evaluate this comparison (Ta-
ble 4.3). They were assessed considering 14 Brazilian capital cities representing all
regions of the country as shown in Table 4.4.


















Porto Alegre RS 30o02’S 3783 5309 7927 8735 8735
Florianópolis SC 27o36’S 1925 3760 7004 8470 8470
Curitiba PR 25o26’S 5575 7299 8726 8760 8760
São Paulo SP 23o33’S 4259 6418 8665 8760 8760
Rio de Janeiro RJ 22o54’S 255 1134 5481 8555 8555
Vitória ES 20o19’S 447 1417 5304 8494 8494
Brasília DF 15o47’S 3028 5079 8745 8760 8760
Salvador BA 12o58’S 17 261 5061 8729 8729
Maceió AL 9o40’S 8 130 5795 8759 8759
Recife PE 8o03’S 0 4 2521 8694 8694
Natal RN 5o48’S 0 6 3048 8697 8697
Fortaleza CE 3o43’S 0 1 221 6657 6657
São Luís MA 2o32’S 0 1 168 8141 8141
Belém PA 1o27’S 0 2 387 7888 7888
Table 4.4 – Capital cities assessed by country region. Weather data obtained from
LabEEE, 2018.
Region City (State) assessed
South Porto Alegre (RS), Florianópolis (SC), Curitiba (PR)
Southeast São Paulo (SP), Rio de Janeiro (RJ), Vitória (ES)
Midwest Brasília (DF)
Northeast Salvador (BA), Maceió (AL), Recife (PE), Natal (RN), Fortaleza (CE), São Luís (MA)
North Belém (PA)
The sum of the approaches is defined as γ as shown in Equation 4.1.
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γ ≡ ApHX + ApWCT (4.1)
It is worth noticing that the ApWCT would be equal to zero and, consequently, γ = ApHX
for economizer types without a cooling tower. Besides, it is important to consider the
differences of each type to evaluate their approaches as it was shown in Figure 4.4.
The result of this comparison is a value of γ that makes the number of free cooling
hours of the indirect economizer types equal to the DAE: γeq. An indirect economizer
system with a γ higher than γeq will have a lower free cooling potential than the reference
system (DAE). And an economizer system with a γ < γeq will have more free cooling
hours than the DAE. Microsoft Excel software was used to evaluate this comparison.
4.3.2 Comparison results and discussion
The comparison results are divided into three parts. The first is the performance
of CTWE in relation to the DAE. The second is the performance of the other indirect
types in relation to the DAE. And the last part is the comparison between CTWE and
the other indirect types.
CTWE and DAE
Table 4.5 presents the comparison results (γeq) between the CTWE and DAE.
The low standard deviation for γeq in Table 4.5 shows that this comparison does
not rely heavily on which city is being assessed. However, γeq varies significantly when
considering different operating ranges, i.e., different DBTin,max and DPTin,max values.
γeq assumes a mean value of 10.7oC for the Recommended range. This result
means that a CTWE system which is capable to operate with a sum of approaches
lower than 10.7oC will display more free cooling hours than a DAE. An average scenario
considering γ = 10oC can be defined for the CTWE system based on literature values
[Beaty et al., 2019; Belizário, 2018]. Thus, the cooling tower waterside economizer results
in more free cooling hours than the direct airside system considering an average scenario
for all cities aside from Brasília.
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Table 4.5 – Sum of approaches of the cooling tower waterside economizer which results

















Porto Alegre RS 30o02’S 10.5 13.4 12.4 13.5 18.5
Florianópolis SC 27o36’S 10.6 13.7 12.9 14.7 19.7
Curitiba PR 25o26’S 10.6 13.5 12.2 15.6 20.6
São Paulo SP 23o33’S 10.6 13.4 12.2 13.6 18.6
Rio de Janeiro RJ 22o54’S 10.9 13.7 12.6 14.2 19.2
Vitória ES 20o19’S 10.7 13.8 12.8 14.4 19.4
Brasília DF 15o47’S 9.9 13.4 12.1 15.3 20.3
Salvador BA 12o58’S 11.3 13.1 12.3 14.3 19.3
Maceió AL 9o40’S 10.9 13.8 12.5 13.8 18.8
Recife PE 8o03’S -* 13.4 12.5 14.7 19.7
Natal RN 5o48’S -* 13.7 12.5 14.3 19.3
Fortaleza CE 3o43’S -* 13.7 13.1 14.6 19.6
São Luís MA 2o32’S -* 12.1 12.8 14.4 19.4
Belém PA 1o27’S -* 12.0 13.0 14.4 19.4
Mean - - 10.7 13.4 12.6 14.4 19.4
Standard deviation - - 1.4 0.6 0.3 0.6 0.6
*There were zero free cooling potential hours considering direct airside economizer in this situation. Therefore a
γeq value does not make sense in this case.
Other indirect types and DAE
The same comparison was made to the other indirect economizer modes as shown
in Table 4.6. The γeq results were different from the results of Table 4.5 because the
outdoor condition for the other indirect types depends on DBTout, while for the CTWE
system depends on the WBTout.
The results for γeq from Table 4.6 behave similarly than the ones from Table 4.5.
Low standard deviations were found, meaning that the difference among these cities is
not relevant for this comparison. The mean γeq value considering the Recommended
range is 9.4oC. This result indicates that an IAE, DWCE or ACWE which is capable to
operate with ApHX lower than 9.4oC provides more free cooling hours than the DAE.
The results from Table 4.5 and Table 4.6 can be used in the decision-making
process of which economizer mode will provide more benefit to a given DC facility. The
fact that γeq has low dependence on which city is being analyzed makes this result more
general. However, these comparisons were made only in reference to the direct airside
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Table 4.6 – Sum of approaches of the indirect airside, direct water cooled and air
cooled waterside economizers modes which results in the same free cooling hours of the

















Porto Alegre RS 30o02’S 8.9 11.2 7.8 5.0 10.0
Florianópolis SC 27o36’S 9.4 12.2 10.7 11.5 16.5
Curitiba PR 25o26’S 9.1 10.9 5.6 9.0 14.0
São Paulo SP 23o33’S 8.9 10.9 4.9 9.9 14.9
Rio de Janeiro RJ 22o54’S 9.8 12.4 10.5 9.8 14.8
Vitória ES 20o19’S 9.7 12.5 11.0 9.9 14.9
Brasília DF 15o47’S 8.0 10.8 4.9 9.9 14.9
Salvador BA 12o58’S 10.8 12.1 9.3 9.8 14.8
Maceió AL 9o40’S 10.4 13.3 9.6 9.7 14.7
Recife PE 8o03’S -* 12.2 10.0 11.0 16.0
Natal RN 5o48’S -* 13.0 10.6 9.7 14.7
Fortaleza CE 3o43’S -* 12.3 12.6 11.5 16.5
São Luís MA 2o32’S -* 11.7 12.2 9.7 14.7
Belém PA 1o27’S -* 11.7 12.6 9.7 14.7
Mean - - 9.4 11.9 9.5 9.7 14.7
Standard deviation - - 0.8 0.8 2.7 1.5 1.5
*There were zero free cooling potential hours considering direct airside economizer in this situation. Therefore a
γeq value does not make sense in this case.
economizer mode. It was still necessary to compare the CTWE with the other indirect
economizer modes.
CTWE and the other indirect types
The γeq values from Table 4.6 were higher than the ones from Table 4.5. This
result was expected. The CTWE system depends on the WBTout, while the other
indirect types depend on DBTout. The γeq of the cooling tower type will be higher than
the γeq of the other indirect economizer types, since the WBTout is always lower than or
equal to the DBTout. However, the CTWE system has to take into account the ApWCT
while the other types have not, as it can be seen in Table 4.1 and Figure 4.4.
Therefore, a rough way to compare the cooling tower system with the other indi-
rect economizer systems is to compare the difference between their γeq (∆γeq displayed
in Table 4.7) with the ApWCT of a CTWE.
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Porto Alegre RS 30o02’S 1.6 2.2 4.6 8.5 8.5
Florianópolis SC 27o36’S 1.2 1.5 2.2 3.2 3.2
Curitiba PR 25o26’S 1.5 2.6 6.6 6.6 6.6
São Paulo SP 23o33’S 1.7 2.5 7.3 3.7 3.7
Rio de Janeiro RJ 22o54’S 1.1 1.3 2.1 4.4 4.4
Vitória ES 20o19’S 1.0 1.3 1.8 4.5 4.5
Brasília DF 15o47’S 1.9 2.6 7.2 5.4 5.4
Salvador BA 12o58’S 0.5 1.0 3.0 4.5 4.5
Maceió AL 9o40’S 0.5 0.5 2.9 4.1 4.1
Recife PE 8o03’S -* 1.2 2.5 3.7 3.7
Natal RN 5o48’S -* 0.7 1.9 4.6 4.6
Fortaleza CE 3o43’S -* 1.4 0.5 3.1 3.1
São Luís MA 2o32’S -* 0.4 0.6 4.7 4.7
Belém PA 1o27’S -* 0.3 0.4 4.7 4.7
Mean - - 1.2 1.4 3.1 4.7 4.7
Standard deviation - - 0.5 0.8 2.4 1.4 1.4
*There were zero free cooling potential hours considering direct airside economizer in this situation. Therefore a
γeq value does not make sense in this case.
Table 4.7 shows that considering the Recommended range the ∆γeq assumes a
mean value of 1.2oC and a maximum of 1.9oC. This result means that a CTWE system
with an ApWCT lower than these values of ∆γeq has more free cooling hours than the
other indirect types. However, ApWCT values lower than 2.8oC are very unlikely to
happen [Beaty et al., 2018; SPX, 2019]. Thus, the CTWE would tend to have less free
cooling hours than the other indirect economizer modes if they had similar values for
ApHX .
The value of ApHX for each indirect economizer type depends on the number of
heat exchangers and on the effectiveness of these processes. By looking to Figure 4.4 it
is possible to infer that the DWCE has the lowest ApHX , since it consists of a single-step
heat transfer process using water as one of the working fluids.
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Discussion
The comparison results from Tables 4.5 and 4.6 showed that indirect economizer
types display higher free cooling potential than the DAE considering average scenarios.
This means that DAE is the economizer with the lowest free cooling potential between
the types assessed in this work. However, there are authors and DCs stakeholders
defending that the humidity limits are too conservative [Kontoyanis, 2018; Kristoff, 2019],
or even that there is no evidence that humidity is an issue for data centers [Hydeman and
Swenson, 2010]. In the last years, some researches caused ASHRAE thermal guidelines
to relax the suggested humidity control limits [Gao et al., 2015; Shehabi et al., 2007;
Wan et al., 2013]. If this trend keeps going on, the direct airside economizer should be
favored and it will probably present the highest free cooling potential of all types even
in cities with high humidity rates, such as most of the Brazilian ones.
The DWCE does not depend on ApWCT and has the lowest value of ApHX among
the indirect types. Therefore, DWCE is the economizer type that tends to display the
highest number of free cooling hours.
The IAE, ACWE and CTWE types belong to an intermediate free cooling poten-
tial group. The difference in the free cooling hours provided between these three types
depends on the balance between their ApWCT and ApHX values. CTWE will tend to
display less free cooling potential in relation to IAE and ACWE types if they present
similar ApHX .
4.4 Free cooling types qualitative comparison
In the previous section, the most relevant economizer types were compared re-
garding their free cooling potential performance in fourteen Brazilian capital cities. How-
ever, there are other important factors to be considered when talking about free cooling
techniques. This section briefly discusses some of these other aspects, qualitatively com-
paring the different types of economizers in data centers.
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4.4.1 Quality of the air
Direct airside economizers raised concerns regarding the quality of air inside the
DC facility. Bringing outside air directly into the data center may introduce dirt, dust,
airborne particulates, and gaseous contamination, which could put the IT equipment
life expectancy at risk [Lui, 2010].
However, Lawrence Berkeley National Laboratory and Pacific Gas & Electric
[Shehabi et al., 2007] conducted a research which showed that modest improvements
in filtration can reduce particle concentrations to nearly match the level found in DCs
that do not use economizers. Regarding the gaseous contaminants, there are gas-phase
filtration and real-time gas monitoring systems commercially available. These systems
can alert the presence of gaseous contaminants that may harm the IT equipment and
suggest to disable the economizer operation if needed [Lui, 2010]. These solutions add
costs to the operation and the design engineer must consider this before requiring the
installation of such systems.
The indirect economizer types have advantages with respect to the quality of the
air inside the DC facility. It is possible for a DAE to achieve a good quality of air
level with filtration and monitoring measures described above, but it may be expensive.
Meanwhile, the indirect economizer types provide indoor environment conditions more
similar to the mechanical cooling without these additional requirements [Zhang et al.,
2014].
4.4.2 Environmental impacts
Direct water cooled waterside economizers present the disadvantage of relying on
high quantities of natural water. This dependence results either in elevated treatment
costs or environmental impact [ASHRAE, 2016]. Cooling tower economizers also display
this disadvantage, but at a lower level.
It is worth noticing that economizer systems reduce the electricity consumption
and the CO2 emissions of a data center. Thus, the highest the energy saving achieved,
the better the economizer is in the environmental aspect.
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4.4.3 Costs
This is the most important aspect to be taken into account. If the initial and
operational costs of an economizer are higher than its savings it will not be installed
regardless of any other aspect. In this context, a financial feasibility study must be
carried out before implementing the free cooling strategy in a data center.
The economizer system initial cost relies on the required extra equipment to be
purchased and installed, which is dependent on the previous operating conditions of the
DC facility. For example, the relative costs to adapt a big data center which already has
a CRAH refrigeration system working to operate with a CTWE are much lower than
these costs for a small DC which operates with CRAC in a direct expansion system
[Amoabeng and Choi, 2016].
In general, DAE and DWCE systems display the lowest initial cost among the
airside and waterside categories, respectively, due to their fewer number of components.
However, their operational costs are usually higher due to strategies adopted to address
the quality of the air and environmental impact problems [Lui, 2010]. All of these aspects
should be taken into account before deciding which economizer strategy suits better a
data center facility.
Figure 4.5 summarizes the comparison between the economizer types for data






























































Figure 4.5 – Economizer types qualitative comparison summary. The review of
Amoabeng and Choi, 2016 was used as reference.
4.5 Conclusion
In this chapter, free cooling potential criteria for the five main types of economiz-
ers were proposed. An overview of the characteristics of these economizers was provided
followed by a comparison between their performances using results from 14 Brazilian
key cities and a literature review to support this discussion.
In general, the indirect economizer types showed higher free cooling potential
than the direct airside economizer, mainly due to the humidity criterion. Brazilian high
humidity rates favored the indirect economizer types in this comparison. However, an
ongoing trend for relaxing the humidity control in DCs may improve the position of
direct airside economizers in the future.
It was shown that there is not a single and simple solution for the use of economiz-
ers in data centers. Each of the studied types has its own advantages and disadvantages
that must be carefully considered and analyzed before its implementation. The direct
water cooled type showed the highest free cooling potential among the types assessed,
but it also presented disadvantages such as high environmental impact and operational
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costs.
This study aimed to be a reference regarding the free cooling potential for data
centers, being able to provide a comprehensive overview of this subject inserted in the
context of the Brazilian capitals. This study intended by no means to model and provide
specific and accurate results for a DC cooling system. Yet, it expects to be a starting
point and a useful tool for those more complex and specific analyses.
Data centers are very sophisticated facilities that require careful studies and mea-
sures to ensure a proper, reliable and efficient operation. Free cooling is a technique to
improve this last mentioned aspect; thus, it should only be considered when the first
two have already been addressed. Nonetheless, energy efficiency improvements perform
a central role in a really competitive scenario such as the DC market. Despite not being
the main goal of a data center, it may determine if a given facility shall succeed or not.
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5 CONCLUSION
The present work has provided a broad overview of the data center free cooling
potential in the context of Brazilian cities. Criteria to estimate the free cooling potential
considering airside and waterside categories of economizers have been proposed in a
general manner and in accordance with ASHRAE thermal guidelines recommendations.
These criteria were then applied to assess the free cooling potential of key cities in
Brazil representing all regions of the country. Differences between the performance and
characteristics of the five main types of economizers inside those categories have also
been discussed.
The airside free cooling potential assessment presented in Chapter 2 was made
considering two parameters as criteria: the maximum dry-bulb (DBTin,max) and dew-
point (DPTin,max) temperatures of the supplied air intake. In addition, a graphical
representation of the criteria containing the free cooling zone on a psychrometric chart
was provided. These criteria were applied to 14 capital cities in Brazil, by comparing
the criteria to the cities hourly weather data.
Results showed that Curitiba displayed the highest free cooling potential in this
category, achieving 5575 of economizer hours in a year, even considering the most conser-
vative operating limit. Cities such as Porto Alegre, São Paulo and Brasília also showed
potential to free cooling, displaying more than 3000 economizer hours in those limits.
Cities from North and Northeast did not show potential to free cooling considering
conservative operating limits. However, when considering more flexible ranges such as
Allowable A3 and A4 limits more than 7000 economizer hours were achieved. A further
analysis detailing these results for Curitiba, São Paulo and Fortaleza showed that the
DPT parameter was the critical criterion in this assessment. The DBT criterion had
a slight impact in comparison to the DPT for the free cooling potential results of the
14 cities assessed, suggesting that indirect types of economizers might suit better these
cities.
The waterside free cooling potential assessment was made considering a cooling
tower economizer type. The criteria to free cooling proposed in this category considered
71
the maximum supply air temperature (DBTin,max) and the system approaches (ApCT
and ApHX) as parameters to compare with the outdoor wet-bulb temperature (WBTout).
A graphical representation was developed to illustrate the criteria dependence with the
sum of the system approaches (γ) on a psychrometric chart.
The waterside free cooling criteria were evaluated and discussed considering an
average scenario of γ = 10oC based on literature values. The results behaved similarly to
the airside free cooling potential assessment. Curitiba displayed the highest free cooling
potential in this category, achieving 6301 economizer hours in a year considering the
most conservative operating limits. Porto Alegre, São Paulo and Brasília also showed
potential to free cooling displaying more than 3000 economizer hours in that limit. North
and Northeast cities of the country only presented potential to free cooling considering
Allowable A2 limits onwards. Additional results for other scenarios ranging from γ = 5oC
to γ = 15oC are presented in the Appendix C. It was also shown that it is possible
to estimate the free cooling waterside potential of a given city considering different
combinations of DBTin,max and γ by using its WBT cumulative frequency distribution.
In Chapter 4, it was provided an overview of the five main types of economizers
for DCs. Criteria to assess free cooling potential of these economizers were proposed
followed by a free cooling potential comparison between them using the results from
Chapters 2 and 3. It was shown that the indirect economizer types have higher free
cooling potential for all cities assessed aside from Brasília while considering an average
scenario. Then, it was found that the direct water cooled waterside type was capable to
provide the highest economizer hours among these. Finally, a qualitative discussion was
made, pointing out other important factors regarding economizers such as air quality,
environmental impact and costs.
5.1 Future works
The study presented in this thesis may be used as a reference and a starting point
for an array of other studies regarding the free cooling potential for data centers. Some
of these possibilities are highlighted in this section.
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• This study can be expanded to evaluate the airside or waterside free cooling po-
tential for other cities in Brazil and Latin America. Maps similarly to the ones
developed by the Green Grid to Europe, North America and Japan [The Green
Grid, 2012] can be made using the present work as a reference;
• From the criteria and results achieved in this work it is possible to assess integrated
solutions between the free cooling with other alternative energy efficiency strategies
for DCs, such as thermal energy storage systems and liquid cooling;
• The free cooling potential results presented in this work can be compared to more
detailed results achieved by specific data center modeling and simulations;
• Case studies to estimate PUE reductions, energetic and financial savings for dif-
ferent economizers can be performed starting from the free cooling potential hours
found in this study and making further considerations.
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Figure B.1 – Full-size customized psychrometric chart with the γ isolines.
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APPENDIX C – Additional waterside free cooling potential results
C.1 Optimistic scenario
Table C.1 – Free cooling potential hours in 14 Brazilian capitals considering the

















Porto Alegre RS 30o02’S 7700 8751 8760 8760 8760
Florianópolis SC 27o36’S 7077 8690 8752 8760 8760
Curitiba PR 25o26’S 8664 8760 8760 8760 8760
São Paulo SP 23o33’S 8569 8760 8760 8760 8760
Rio de Janeiro RJ 22o54’S 5238 8698 8760 8760 8760
Vitória ES 20o19’S 5215 8720 8760 8760 8760
Brasília DF 15o47’S 8660 8760 8760 8760 8760
Salvador BA 12o58’S 4113 8760 8760 8760 8760
Maceió AL 9o40’S 5051 8760 8760 8760 8760
Recife PE 8o03’S 1726 8760 8760 8760 8760
Natal RN 5o48’S 2302 8760 8760 8760 8760
Fortaleza CE 3o43’S 309 8663 8760 8760 8760
São Luís MA 2o32’S 132 8746 8760 8760 8760
Belém PA 1o27’S 609 8680 8760 8760 8760
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C.2 Conservative scenario
Table C.2 – Free cooling potential hours in 14 Brazilian capitals considering the

















Porto Alegre RS 30o02’S 1327 4291 6407 8613 8760
Florianópolis SC 27o36’S 445 2600 5555 8389 8752
Curitiba PR 25o26’S 1958 6301 8184 8760 8760
São Paulo SP 23o33’S 546 5117 7772 8754 8760
Rio de Janeiro RJ 22o54’S 5 578 3009 8242 8760
Vitória ES 20o19’S 8 832 3023 8261 8760
Brasília DF 15o47’S 645 3032 7355 8760 8760
Salvador BA 12o58’S 0 79 1096 8553 8760
Maceió AL 9o40’S 0 34 1159 8700 8760
Recife PE 8o03’S 0 0 98 8613 8760
Natal RN 5o48’S 0 0 234 8380 8760
Fortaleza CE 3o43’S 0 0 15 5939 8760
São Luís MA 2o32’S 0 0 0 6922 8760
Belém PA 1o27’S 0 0 4 6875 8760
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C.3 Intermediate scenarios

















Porto Alegre RS 30o02’S 7057 8710 8760 8760 8760
Florianópolis SC 27o36’S 6366 8590 8747 8760 8760
Curitiba PR 25o26’S 8505 8760 8760 8760 8760
São Paulo SP 23o33’S 8282 8759 8760 8760 8760
Rio de Janeiro RJ 22o54’S 4147 8597 8754 8760 8760
Vitória ES 20o19’S 4039 8576 8760 8760 8760
Brasília DF 15o47’S 8236 8760 8760 8760 8760
Salvador BA 12o58’S 2347 8749 8760 8760 8760
Maceió AL 9o40’S 2743 8755 8760 8760 8760
Recife PE 8o03’S 480 8746 8760 8760 8760
Natal RN 5o48’S 778 8745 8760 8760 8760
Fortaleza CE 3o43’S 84 7819 8759 8760 8760
São Luís MA 2o32’S 9 8498 8760 8760 8760
Belém PA 1o27’S 69 8366 8760 8760 8760

















Porto Alegre RS 30o02’S 6407 8613 8760 8760 8760
Florianópolis SC 27o36’S 5555 8389 8734 8760 8760
Curitiba PR 25o26’S 8184 8760 8760 8760 8760
São Paulo SP 23o33’S 7772 8754 8760 8760 8760
Rio de Janeiro RJ 22o54’S 3009 8242 8737 8760 8760
Vitória ES 20o19’S 3023 8261 8752 8760 8760
Brasília DF 15o47’S 7355 8760 8760 8760 8760
Salvador BA 12o58’S 1096 8553 8760 8760 8760
Maceió AL 9o40’S 1159 8700 8760 8760 8760
Recife PE 8o03’S 98 8613 8760 8760 8760
Natal RN 5o48’S 234 8380 8760 8760 8760
Fortaleza CE 3o43’S 15 5939 8757 8760 8760
São Luís MA 2o32’S 0 6922 8759 8760 8760
Belém PA 1o27’S 4 6875 8751 8760 8760
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Porto Alegre RS 30o02’S 5771 8428 8751 8760 8760
Florianópolis SC 27o36’S 4597 8093 8690 8760 8760
Curitiba PR 25o26’S 7717 8758 8760 8760 8760
São Paulo SP 23o33’S 6917 8729 8760 8760 8760
Rio de Janeiro RJ 22o54’S 1870 7544 8698 8760 8760
Vitória ES 20o19’S 2126 7570 8720 8760 8760
Brasília DF 15o47’S 5963 8756 8760 8760 8760
Salvador BA 12o58’S 362 7647 8760 8760 8760
Maceió AL 9o40’S 424 8295 8760 8760 8760
Recife PE 8o03’S 14 7291 8760 8760 8760
Natal RN 5o48’S 49 6872 8760 8760 8760
Fortaleza CE 3o43’S 3 3297 8663 8760 8760
São Luís MA 2o32’S 0 4113 8746 8760 8760
Belém PA 1o27’S 0 4600 8680 8760 8760

















Porto Alegre RS 30o02’S 5045 8077 8710 8760 8760
Florianópolis SC 27o36’S 3681 7532 8590 8760 8760
Curitiba PR 25o26’S 7089 8736 8760 8760 8760
São Paulo SP 23o33’S 5999 8685 8759 8760 8760
Rio de Janeiro RJ 22o54’S 1052 6349 8597 8760 8760
Vitória ES 20o19’S 1397 6405 8576 8760 8760
Brasília DF 15o47’S 4278 8747 8760 8760 8760
Salvador BA 12o58’S 158 5769 8749 8760 8760
Maceió AL 9o40’S 128 6826 8755 8760 8760
Recife PE 8o03’S 0 3991 8746 8760 8760
Natal RN 5o48’S 0 4301 8745 8760 8760
Fortaleza CE 3o43’S 1 1010 7819 8760 8760
São Luís MA 2o32’S 0 1053 8498 8760 8760
Belém PA 1o27’S 0 2032 8366 8760 8760
87

















Porto Alegre RS 30o02’S 3639 7057 8428 8760 8760
Florianópolis SC 27o36’S 1798 6366 8093 8747 8760
Curitiba PR 25o26’S 5356 8505 8758 8760 8760
São Paulo SP 23o33’S 4030 8282 8729 8760 8760
Rio de Janeiro RJ 22o54’S 262 4147 7544 8754 8760
Vitória ES 20o19’S 414 4039 7570 8760 8760
Brasília DF 15o47’S 2254 8236 8756 8760 8760
Salvador BA 12o58’S 28 2347 7647 8760 8760
Maceió AL 9o40’S 9 2743 8295 8760 8760
Recife PE 8o03’S 0 480 7291 8760 8760
Natal RN 5o48’S 0 778 6872 8760 8760
Fortaleza CE 3o43’S 0 84 3297 8759 8760
São Luís MA 2o32’S 0 9 4113 8760 8760
Belém PA 1o27’S 0 69 4600 8760 8760

















Porto Alegre RS 30o02’S 2991 6407 8077 8760 8760
Florianópolis SC 27o36’S 1302 5555 7532 8734 8760
Curitiba PR 25o26’S 4377 8184 8736 8760 8760
São Paulo SP 23o33’S 2890 7772 8685 8760 8760
Rio de Janeiro RJ 22o54’S 104 3009 6349 8737 8760
Vitória ES 20o19’S 148 3023 6405 8752 8760
Brasília DF 15o47’S 1733 7355 8747 8760 8760
Salvador BA 12o58’S 9 1096 5769 8760 8760
Maceió AL 9o40’S 3 1159 6826 8760 8760
Recife PE 8o03’S 0 98 3991 8760 8760
Natal RN 5o48’S 0 234 4301 8760 8760
Fortaleza CE 3o43’S 0 15 1010 8757 8760
São Luís MA 2o32’S 0 0 1053 8759 8760
Belém PA 1o27’S 0 4 2032 8751 8760
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Porto Alegre RS 30o02’S 2401 5771 7700 8751 8760
Florianópolis SC 27o36’S 884 4597 7077 8690 8760
Curitiba PR 25o26’S 3433 7717 8664 8760 8760
São Paulo SP 23o33’S 1756 6917 8569 8760 8760
Rio de Janeiro RJ 22o54’S 45 1870 5238 8698 8760
Vitória ES 20o19’S 40 2126 5215 8720 8760
Brasília DF 15o47’S 1296 5963 8660 8760 8760
Salvador BA 12o58’S 2 362 4113 8760 8760
Maceió AL 9o40’S 0 424 5051 8760 8760
Recife PE 8o03’S 0 14 1726 8760 8760
Natal RN 5o48’S 0 49 2302 8760 8760
Fortaleza CE 3o43’S 0 3 309 8663 8760
São Luís MA 2o32’S 0 0 132 8746 8760
Belém PA 1o27’S 0 0 609 8680 8760

















Porto Alegre RS 30o02’S 1819 5045 7057 8710 8760
Florianópolis SC 27o36’S 623 3681 6366 8590 8760
Curitiba PR 25o26’S 2624 7089 8505 8760 8760
São Paulo SP 23o33’S 1004 5999 8282 8759 8760
Rio de Janeiro RJ 22o54’S 15 1052 4147 8597 8760
Vitória ES 20o19’S 12 1397 4039 8576 8760
Brasília DF 15o47’S 960 4278 8236 8760 8760
Salvador BA 12o58’S 0 158 2347 8749 8760
Maceió AL 9o40’S 0 128 2743 8755 8760
Recife PE 8o03’S 0 0 480 8746 8760
Natal RN 5o48’S 0 0 778 8745 8760
Fortaleza CE 3o43’S 0 0 84 7819 8760
São Luís MA 2o32’S 0 0 9 8498 8760
Belém PA 1o27’S 0 0 69 8366 8760
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Figure D.2 – Brazilian cities WBT cumulative distribution (continued).
